General Notes

1. For typical equipment mounting heights see

MG—008 "TYPICAL EQUIPMENT MOUNTING HEIGHTS"
MO755  M4200 drawing.
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KEY NOTES

2. MOUNT A5145, HOOK, AT 1219 [4'-0"] AFF. PROVIDE 2-A5145'S FOR NAVY PROJECTS ONLY.
MOUNT 1—AS145 AT 1219 [4'=0"] AFF AND 1-A5145 AT 1524 [5'-0"] AFF.

3. P3200, ELECTRONIC LAVATORY, MAY BE USED INSTEAD OF P3100, LAVATORY. FOR THE P3200
PROVIDE EITHER BATTERY POWER OR HARD WIRED CONNECTION.

4. LENGTH QF E1500, WALL MOUNTED RAIL, TO BE DETERMINED BY MANUFACTURER/INSTALLER.

5. VACUUM SLIDE.

1. MOUNT A5145, HOOK, AT 1372 [4'-6"] AFF.
1 4'-0

OUTPATIENT EKG TESTING (OPECT)

CARDIOLOGY /PULMONARY SERVICES 0 1000 2000

ELEVATIONS 11.15 NSM (120 NSF) m
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